Draft for Review 5-3-21
Nonresidential Building Energy Efficiency
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Exception:The color temperature
requirement is not applicable to the
applications identified in the
exceptions to Section 140.7(a) nor to
the applications identified as “specific
applications” in Section 140.7(b)(2)
and Table 140.7.
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